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Typical Oil Separator/Sand Interceptor

For Indoor Use Only!
Minimum Capacity of 6 Cu. Ft. for the first
100 Sq. Ft. of area to be drained, plus 1 Cu. Ft. for each additional 100 Sq. Ft. of
area to be drained to separator. Optional designs will be considered.

Cleanout and elbow are Open Steel Grate
optional on inlet side! or Sealed Lid
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The outlet opening of
the separator shall
have not less than an

Ready access shall be provided to 18 -inch water seal.
Static Water Level

Oil separators shall have a depth
of not less than 2 feet below the
invert of the discharge drain.

each mtgrceptor anq separator for Sand interceptors shall have a
service and maintenance. water seal of not less than 6
Interceptors and separators shall be | inches.

maintained by periodic removal of
accumulated grease, scum, oil or
other floating substances and solids
deposited in the interceptor or
separator.




